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FLIR Systems

 
 

Temp. 110.4F  
R/H   

Room_  Dining room 
& front entrance 

Observation_  
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FLIR Systems

 
 

Temp. 120.2F  
R/H   

Room_ Guest bedroom 
Kids room 

Observation_  
far wall 
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FLIR Systems

 
 

Temp. 118.6F  
R/H   

Room_ office Observation_  
ceiling 
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FLIR Systems

 
 

Temp. 109.0F  
R/H   

Room_  
Guest bathroom 

Observation_  
Ceiling area 
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FLIR Systems

 
 

Temp. 110.5F  
R/H   

Room_  
Living room  

Observation_  
Left from sliding glass 
door 

 
 

 
�����

����
��	

���

��


���

FLIR Systems

 
 

Temp. 114.3F  
R/H   

Room_ master 
bedroom 

Observation_ right 
from the window, corner  
ceiling 
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FLIR Systems

 
 

Temp. 116.5F  
R/H   

Room_ Dining room 
Right from sliding 
windows 

Observation_  
Wall & ceiling  
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FLIR Systems

 
 

Temp. 110.4F  
R/H   

Room_  Dining room 
& front entrance area 

Observation_  
ceiling 

 
 
 


