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FLIR Systems

 
 

Temp. Sp.1 
99.86F 

Sp.2 
108.86F 

R/H   

Room_  
Master bedroom 

Observation_  
Left corner next to the 
bed 
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FLIR Systems

 
 

Temp. Sp.1 
108.32F 

Sp.2 
106.16F 

R/H   

Room_  
Master bedroom 

Observation_  
Ceiling left corner 
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FLIR Systems

 
 

Temp. Sp.1 
96.27F 

Sp.2 
105.27F 

R/H   

Room_  
Master bedroom 

Observation_  
Right side of the bed 
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FLIR Systems

 
 

Temp. Sp.1 
115.34F 

Sp.2 
112.28 

R/H   

Room_  
Master bathroom 

Observation_  
Over the spa area 
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FLIR Systems

 
 

Temp. Sp.1 
102.74F 

Sp.2 
108.68F 

R/H   

Room_  
Master bathroom 

Observation_  
Baseboard area 
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FLIR Systems

 
 

Temp. Sp.1 
101.48F 

Sp.2 
104.9F 

R/H   

Room_ 
 Master bathroom 

Observation_  
Baseboard area 
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FLIR Systems

 
 

Temp. Sp.1 
103.46F 

Sp.2 
96.6F 

R/H   

Room_ Master closet Observation 
Left side when you walk 
in_  
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FLIR Systems

 
 

Temp. Sp.1 
99.68F 

Sp.2 
102.2F 

R/H   

Room_  
Living room 

Observation_  
Ceiling area above sofa 
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FLIR Systems

 
 

Temp. Sp.1 
103.46F 

Sp.2 
108.32 

R/H   

Room_  
Kitchen 

Observation_  
Ceiling area 
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FLIR Systems

 
 

Temp. Sp.1 
106.7F 

Sp.2 
109.04F 

R/H   

Room_ Kitchen Observation_  
ceiling 
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FLIR Systems

 
 

Temp. Sp.1 
103.46F 

Sp.2 
108.32F 

R/H   

Room_  
Family room 

Observation_  
ceiling 

 


