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FLIR Systems

 
 

Temp. 78.5  
R/H 51.9  

Room_ 
 Den 

Observation_  
Underneath  A/C vent 

 
 
 
 

 

FLIR Systems

 
 

Temp.   
R/H   

Room_ Outside Observation_  
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FLIR Systems

 
 

Temp.   
R/H   

Room_  
Garage 

Observation_  
Spot 
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FLIR Systems

 
 

Temp. Sp1 
75.9F 

Sp2 
80.6F 

R/H 51.9  

Room_  
Dining room 

Observation_  
Spot in the ceiling  
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FLIR Systems

 
 

Temp. Sp1 
75.2F 

Sp2 
78.8F  

R/H 51.9  

Room_  
Master Bedroom 

Observation_  
Above sliding glass door 
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FLIR Systems

 
 

Temp. Sp.1 
68.9F 

Sp.2 
78.26F 

R/H 51.9  

Room_  
Entrance to the guest 
bathroom 

Observation_  
Spot between wall and 
ceiling 
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FLIR Systems

 
 

Temp. Sp.1 
73.0F 

Sp.2 
77.54F 

R/H 51.9  

Room_  
Guest Bathroom 

Observation_  
Ceiling 
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FLIR Systems

 
 

Temp. Sp.1 
73.5F 

Sp.2 
78.98F 

R/H 51.9  

Room_   
Jersey room 

Observation_  
Ceiling 
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FLIR Systems

 
 

Temp. Sp.1 
75.56F 

Sp.2 
80.06F 

R/H 51.9  

Room_ 
Breakfast room   

Observation_ 
Ceiling  
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FLIR Systems

 
 

Temp. Sp.1 
75.74F 

Sp.2 
80.96F 

R/H 51.9  

Room_ Den Observation 
Wall & ceiling_  

 


