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FLIR Systems

 
 

Temp. Sp1 
77.0F 

 

R/H   

Room_  
Guest bedroom 4thrm 

Observation_  
Exterior wall next to the 
closet 

 
 

 
����

����	
�

��

��

FLIR Systems

 
 

Temp.   
R/H   

Room_ same area Observation_  
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FLIR Systems

 
 

Temp. Sp1 
77.1F 

 

R/H 54.7  

Room_ Guestroom 4th Observation_  
Top left corner when 
you walk in 
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FLIR Systems

 
 

Temp. Sp1 
77.0F 

 

R/H 54.7  

Room_ Guestroom 4th Observation_  Wall 
area above the window 
on your left hand side 
from the entrance 
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FLIR Systems

 
 

Temp. Sp.1 
76.1F 

 

R/H 54.7  

Room_ Guestroom 4th Observation_ 
exterior  wall & ceiling 
next to the closet 
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FLIR Systems

 
 

Temp. Sp.1 
76.6F 

 

R/H 54.7  

Room_ Guest bedroom 
closet 4thrm  

Observation_  ceiling 
right hand side  
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FLIR Systems

 
 

Temp. Sp.1 
77.0F 

 

R/H 54.7  

Room_ Guest bedroom 
closet 

Observation_ wall & 
ceiling left corner 
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FLIR Systems

 
 

Temp. Sp.1 
76.4F 

 

R/H 54.7  

Room_ Guest bedroom Observation_  ceiling 
next to the A/C vent 
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FLIR Systems

 
 

Temp. Sp.1 
77.0F 

 

R/H 54.7  

Room_ Guestroom  Observation_  
Underneath the window 
right across from the 
entrance 
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FLIR Systems

 
 

Temp. Sp.1 
77.2F 

 

R/H 54.7  

Room_ Guest bedroom Observation_ ceiling 
& wall next to the 
entrance  

 


